RELIEF VALVE

45
DISCHARGE PIPING ONE
PIPE SIZE LARGER THAN
] K RELIEF VALVE OUTLET—DO
NOT BEAR WEIGHT OF
| PIPING ON RELIEF
VALVE—SUPPORT PIPING
BY OTHER MEANS

REDUCING TEE

1/2” PIPING TO
SUMP OR TRENCH
WITH WATER TO
QUENCH STEAM.

MAKE AS SHORT
AS POSSIBLE

STEAM DRIP PAN
ELBOW DETAIL A
—/

SCALE: NONE

NOTE:

1 KEEP LENGTH OF DISCHARGE PIPING TO A MINIMUM.

2 PIPE DISCHARGE PIPING THROUGH ROOF — TERMINATE 10 FEET ABOVE ROOF TO
PREVENT ANY POTENTIAL PERSONNEL BURN HAZARDS.

3 REFER TO LANL FACILITY CONSTRUCTION SPECIFICATIONS SECTION 15520 AND 15525.
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